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Analysis of materials intended for contact with drinking water 1 32-1 1 I 507 3-1 2t't 3087 -V tp1
replaces 132-1 1 I 507 3-1211 3087-V

BASIC DATA

Sample: 8532 MCU-Mastic HS Light grey

Evidence code: 132-1115073-12113087-Vlp1
replaces I 32-1 1 | 507 3-1 21 1 3087 -V

Sample number: 20i2113087
Subsamples: 201211308711- 1st migration period ,201211308712 - 2nd

migration period, 201211308713 - 3rd migration period
Owner: MCU COATINGS INTERNATIONAL, PARTIDA LA OLLA 1

EDIFICIO ATALAYA 6, Altea (Alicante)
Payed by: Chemcolor Sevnica d.o.o., Dolnje Brezovo 35, Sevnica
Gustomer: Chemcolor Sevnica d.o.o., Dolnje Brezovo 35, Sevnica
Sample taken by: Customer

Place of sampling:
Sample received by: Aleksandra Moik

Sample received on: 30.10.2012

Sample tested till: 20.12.2012

Description of the sample

Name and designation:
Coating 8532 IVICU-Mastic HS Light gray

lntended use: contact with drinking water

The sample represents glass plates in dimensions of 1Ocm x 10cm, which are on one side treated
with the tested coating.

Producer/Owner:
MCU COATINGS INTERNATIONAL
Partida la Olla 1 Edificio Atalaya del Mar Local No. 6
03590 Altea (Frlicante)
SPAIN
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Analysis of materials intended for contact with drinking water 't 32-1',t I 507 3-1 21 1 3087 -Y I o1
replaces 1?t2-1 1 I 507 3-1211 3087-V

Analytic results
Migration test was performed according to:
modif. SIST EN 12873-1:2004: lnfluence of materials on water intended for human consumption -
lnfluence due to migration - Part 1: Test method for non-metallic and non-cementillious factory made
products (contact with cold water).
Conditions of migration test:
- test simulant: deionized water
- temperature of migration: 23 oC
- time of migration: 3 x 72 hours
- three t ime migrat ion per iod:  e luate 1,2,3
- blank sample: deionized water
- measured parameters in 1st,2nd and 3rd eluate: odour, visible characteristicti, taste, turbidity,
overall migration, TOC
- measured parameters 3rd eluate: primary aromatic amines, elements-metals, derivates of
BADGE and bisphenolA.

Analytic results are enclosed.

Opinion and assessment
The results of analysis of the basic parameters show that the eluates are clear, with acceptable
odor and tasteless. The results of measurements of migration of certain parametelrs in eluates 1,2
and 3, did not show significant increasing of migration levels. The concentration of total organic
carbon (TOC), expressed in the test report, but calculated according to the provisions of used
standards, is after 2nd and 3rd migration period lower than the recommended limit of 0.5 mg/l
(DWPLL - Drinking Water Positive List Limit, maximum tolerated concentration at sampling point of
the consumer; source: Guideline for hygienic assessment of organic materials in contact with
d rinking water-KTW Gu ideline).
Specific migrations of: elements-metals, primary aromatic amines, derivates of BADGE and
bisphenol A are lower than limit values and lower than the minimum limit value for determining the
selected analytical methods.

With regard to the results of the measured concentrations of migration into seler:ted simulant, the
sampfe 8532 MCU-MASTIC HS LIGHT GREY, no. sample 12113087, has been found to comply
with the stipulations of:
- Art. 13 of Act Regulating the Sanitary Suitability of Foodstuff, Products and Materials Coming into
Contact with Foodstuffs, OJ RS No. 5212000, 4212002, 47 12004;
- Art. 33 of Rules on Drinking Water, OJRS No. 19/2004,3512004,2612006,9212006,2512009.
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Analysis of materials intended for contact with drinking water

Sample photographs

Enclosure I
Annex 1: Test report with evidence code 132-1115073-12t13087-A/p'l 132-11t5073-12/13087-A.

i
I
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Analtsis of materials intended for contact with drinking water 132-11l5073-12/13087-V/p1

Test report with evadence code
1 32-1 1 I 507 3-1 21 13087 -Np1 zamenjuje I 32-

11t5073-12t13087-A
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Evidence code:

Task
Title:

Responsible for:

Customer:

Order:

Sample
Number:

Code:

Taken by:

ENVIRONMENTAL PROTECTION INSTITUTE
Telephone: (02) 45001 70 retefax: (02) 4500227 E-mait: ivo@zzv-m b.si
VAT Numbs: S130447046 Transac.tionat Account Number: 01 1 00-6030926630

TEST REPORT

1 32- 1 1 | 507 3-1 21 1 30 87 -N p 1
replaces 1 32-1 1 | 507 3-121 1 3087 -A

Results, marked with #
refer to not accredited

activity.

Pface, date: Maribor, 14.02.2013

Time of receipt:

# - Results refer to not accredited activitv.

Analysis of materials intended for contact with drinking water

Lucija Smojver, B. Sc. Chem. Techn.

Chemcolor Sevnica d.o.o., Dolnje Brezovo 35, 8290 Sevnica

Order No. 12-020-000315 of 12.11.2012

12t13087

8532 MCU-Mastic HS Light grey

Customer

Results
Parameter

General parameters

Surface

Result Norm Expressed Method
as/onRemark

Stad

End

5,0 dm^2

Volume 1000 ml

'lst migration period

organoleptic; parameters

Odour NO ODOUR g lnterna metoda - vonj 26.11.2012
26.11.2012

Visible chararcteristics CLEAR # Interna metoda -
videz

26.11.2012
26.11.2012

Taste NO TASTE

Physico-chemical parameters

# Interna metoda - 26j1.2012

26.11.2012
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Evidence code:

Results
Parameter

1 32-1 1 | 507 3 -1 21 1 3087 -N p1
replaces 1 32-1 1 | 507 3-1 21 1 3087 -A

Result Norm

Pface, date: Maribor, 14.02.2013

# - Results refer to not accredited activirty.

Remark

Physico-chemical parameters

Turbidity 0,20

Unit Expressed Method
as/on

Start

End

t fSO 7027: 1999 26.11.2012
t+

26.11.2012

Overallmigration into
distilled water

<2,0 1 0 mgidm2 SIST EN 1186-3: 19j22012
2002ucn 20.12.2012

Total organic carbon -
TOC

0,7 mg/l C ISO 8245: 1999 23.11.2012

23.11.2012

2nd rhigration period '

organoleptic parameters

Odour NO ODOUR 6f nterna metoda - vonj 26.1 1.2012

26.11.2012

Visible characteristics CLEAR # fnterna.metoda- 26.11.2012
vloez 26.11.2012

Taste NO TASTE

Physico-chemical parameters

Turbidi ty 0,10

# Interna metoda - 26.11.2012
oKus 26.1i.20i2

NTU ISO 7027: 1999 26.11.2012

26.11.2012

Overallmigration into
distilled water

<2,0 1 0 mg/dm2 SIST EN 1186-3: 19j2.2012
20Q2vqn 20.12.2012

Total organic carbon -
TOC

<0,5 mg/l C ISO 8245: 1999 26.11.2012

26.11.2012

3rd fiigration period

organoleptic parametens

Odour NO ODOUR olnterna metoda -vctni 26.11.2Q12
t+

26.11.2012

Visible characteristics CLEAR # fnterna metoda - 26.11.2012
vroez 26.11.2012

Taste NO TASTE

Physico-chemical parameters

Turbidity 0,10

# Interna metoda - 26.11.2012
oKUs 26.ii.2012

NTU ISO 7027: 1999 26.11.2012

26.11.2012

Overallmigration into
distilled water

<2,0 1 0 mg/dm2 SIST EN 1186-3: 19.12.2012
2002llz;n 20122012

Total organic carbon -
TOC

<0,5 mg/l C ISO 8245: '1999 26.11.2012

26.11.2012

Elements

Aluminium < 1 0 200 ug/l ISO 17294-2: 2003 27.11.2012
27 .11.2012

Arsenic < 1 , 0 1 0 pg/l # ISO 17294-2:20Q327.11.2012
27 .11.2012
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Evidence code:

Results
Parameter

Elements

Cadmium

Result Norm
Remark

1 32-1 1 | 507 3-1 2 | 1 3087 -N p 1
replaces 1 32-1 1 | 507 3-1 21 1 3087 -A

Place, date: Maribor, 14.02.2013

# - Results refer to not accredited activity.

Unit Expressed Method Start
as/on End

<0,10 5 pg/ l # ISO 17294-2:200327.11.2012
27.11.2012

Chromium <1 ,0 ug/l # ISO 17294-2:200327.11.2012
27.11.2012

Copper < 1 , 0 2000 p9/l
# fSO 17294-2:2003 27.11.2012

27.11.2012
lron <0,10 0,2 mg/l # lso 17294-2.200327.11.2012

27.11.2012
Manganese < 1 , 0 50 pg/l

# ISO 17294-2:200327.11.2012
27.11.2012

Nickel < 1 , 0 us/l # f SO 17294-2:2003 27.11.2012

27.11.2012
Lead < 1 , 0 ug/l25 # ISO 17294-2:200327.11.2012

27.11.2012
Antimony < 1 , 0 pg/l # ISO 17294-2:200327.11.2012

27.11.2012
Selenium < 1 , 0 1 0 ug/l # ISO 17294-2:200327.11.2012

27.11.2012
pg/lTin < 1 , 0

# ISO 17294-2:200327.11.2012

27.11.2012
Zinc < 1 0 ps/l

# ISO 17294-2:2003 27.11.2012
27.11.2012

Organic parameters

Primary aronratic
amines

<0,010 0,01 mg/l Anil in #
klorid

35 LMBG-L 00.00-6 04.12.2012
04.12.2012

BADGE <0,10 mg/l SIST EN 15136-
modif.

05.12.2012
06.12.2012

BADGE x HCI <0,10 mg/l SIST EN 15136-
modif.

05.12.2012
06.12.2012

BADGE x H20 <0,10 mg/l SIST EN 15136-
modif.

05.12.2012
06.12.2012

B A D G E x H 2 0 x H C I <0,10 mg/l SIST EN 15136-
modif.

05.12.2012
06.12.2012

BADGE x 2HCl <0,10 mg/l SIST EN 15136-
modif.

05.12.2012
06.12.2012

BADGE x2H20 <0,1 0 mg/l slsT EN '15136-

modif.
05.12.2012
06.12.2012

BisphenolA <0,5 mg/l0,6 # ISO 18857-2:2008 04.12.2012
07.12.2012
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code: 132-1115073-12113087-NP1
rep laces 1 32-1 1 | 507 3'1 21 1 3087 -A

kot povpretje treh meritev.

Pface, date: Maribor, 14.02'2013

-Art. 1 of Act Regulating the Sanitary Suitability of Foodstuff, Pro<lucts and Materials Coming into Contact with Foodstuffs, OJRS

No. 42t2002,4712004;
-Art. of Rufes on Drinking water, oJRS No. 19/2004, 3512004,2612006,9212006,2512O09i

ssion Regufation (eu) no. fit2011 of 14 January 2011, on plastic materials and articles intended to come into contact with

1144

food.

Bold

intended to come with contact with water

results exceed norm, the measurement uncertainv data are not considered.

uncertainty data are available on the request of the client.

refer only to the tested sample. The test report shall not be reproduced except in fullwithout written approval of the institute'

was kept in accordance to the requirements until testing.

information on testing is available at the institute
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